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1.

Instructions attached directly to the machine, e.g.
- arrow indicating the direction of rotation
- markings for fluid connections
must always be complied with and be kept in a perfectly legible
condition at all times.

General

These operating instructions are intended to facilitate
familiarization with the unit and its designated use.
The manual contains important information for reliable, proper
and efficient operation. Compliance with the operating
instructions is of vital importance to ensure reliability and a
long service life of the unit and to avoid any risks.

2.2

Personnel qualification and training

All personnel involved in the operating, maintaining, servicing,
inspecting and installing the unit must be fully qualified to
carry out the work involved. Areas of responsibility and
personnel monitoring must be clearly specified by the
operator. If the personnel in question does not already
possess the requisite know-how, appropriate training and
instruction must be provided. If required, the operator may
commission the manufacturer / supplier to take care of such
training. In addition, the operator is responsible for ensuring
that the contents of the operating instructions are fully
understood by the responsible personnel.

These operating instructions do not take into account local
regulations; the operator must ensure that such regulations
are strictly observed by all, including the personnel called in
for installation.
This pump / unit must not be operated beyond the limit values
for the fluid, capacity, speed, density, pressure, temperature
and motor rating specified in the technical documentation.
Make sure that operation is in accordance with the instructions
laid down in this manual or in the contract documentation.
The name plate indicates the type series / size, main operating
data and works / serial number; please quote this information
in all queries, repeat orders and particularly when ordering
spare parts.

2.3

Non-compliance with safety instructions

Non-compliance with safety instructions can jeopardize the
safety of personnel, the environment and the machine / unit
itself. Non-compliance with these safety instructions will also
lead to forfeiture of any and all rights to claims for damages.

If you need additional information or instructions or if the device
is damaged, contact your nearest KSB customer service centre.

In particular, non-compliance can, for example, result in :

2.

- failure of important machine / system functions,

Safety

- failure of prescribed maintenance and servicing practices,

These operating instructions contain important information
which must be observed when installing, operating and
maintaining the unit. For this reason, they must be read and
understood by the installing personnel and the responsible
technical staff / operators before the unit is installed and
commissioned. They must always be kept available at the
place of installation of the unit for future reference.

- hazard to persons by electrical, mechanical and chemical
effects,
- hazard to the environment due to leakage of hazardous
substances.

2.4

It is imperative to comply with the safety instructions contained
in this manual, the relevant national health and safety
regulations and the operator’s own internal work, operation
and safety regulations.

In addition to the general safety instructions laid down in this
chapter on “Safety”, the special safety instructions provided in
other sections must also be observed.

2.1

Safety awareness

Symbols used in these operating instructions

2.5

Safety information in these operating instructions whose nonobservance might cause hazards to persons is specially
marked with the general hazard sign

Safety instructions for the operator / user

- Any hot or cold components that could pose a
hazard must be equipped with a guard by the
operator.
- Guards which are fitted to prevent accidental
contact with moving parts (e.g. coupling) must not
be removed whilst the unit is operating.

safety sign to ISO 7000 - 0434
The electrical danger warning sign is

- Leakages (e.g. at the shaft seal) of hazardous fluids
handled (e.g. explosive, toxic, hot) must be
contained so as to avoid any danger to persons
and the environment. All relevant laws must be
heeded.

safety sign to IEC 417 - 5036.

- Electrical hazards must be eliminated. (In this
respect refer to the relevant safety regulations
applicable to different countries and / or the local
energy supply companies.)

The word

2.6

is used to introduce safety instructions whose non-observance
may lead to damage to the machine and its functions.

Safety instructions for maintenance,
inspection and installation work

The operator is responsible for ensuring that all maintenance,
inspection and installation work be performed by authorised,
qualified specialist personnel who are thoroughly familiar with
the manual.
1
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Work on the machine / unit must be carried out only during
standstill. The shutdown procedure described in the manual
for taking the unit out of service must be adhered to without
fail.

Furthermore, local conditions must be taken into account (for
example excessive or very unsteady supply pressure requiring
the installation of a pressure reducer).

4.2

Pumps or pump units handling fluids injurious to health must
be decontaminated.

Configuration and function

4.2.1 Configuration

Immediately following completion of the work, all safetyrelevant and protective devices must be re-installed and / or
re-activated.

Between 2 and 6 vertical high-pressure pumps (for description
and function, please refer to the pump’s Operating Instruction)
are arranged on a baseplate.

Please observe all instructions set out in the chapter on
“Commissioning / start-up” before returning the unit to service.

Each pump is seated on its own anti-vibration mounts.

2.7

The pumps are arranged in line and connected by mild steel
pipes.

Unauthorised modification and manufacture
of spare parts

On the system side, a swing check valve and a shut-off butterfly
valve are fitted downstream of each pump.

Modifications or alterations of the equipment supplied are only
permitted after consultation with the manufacturer. Original
spare parts and accessories authorised by the manufacturer
ensure safety. The use of other parts can invalidate any liability
of the manufacturer for resulting damage.

2.8

On the suction side, a ball valve or a shut-off butterfly valve
are fitted upstream of each pump as a service valve.
The shut-off elements permit dismantling of individual pumps
without having to drain the pipework. The discharge side nonreturn valve ensures that the unit remains filled with water and
prevents backflow through the pumps.

Unauthorised modes of operation

The warranty relating to the operating reliability and safety of
the unit supplied is only valid if the equipment is used in
accordance with its designated use (see section 4). The limits
stated in the data sheet must not be exceeded under any
circumstances.

3

Both headers feature additional connections for draining,
venting and installation of various dry running protection
devices.
The accumulator is fitted with an isolating valve. It compensates
discharge-side peak pressures and together with the minimum
operating period, limits the pumps’ switching frequency.

Transport and interim storage

moviBOOST VP units are started up as a function of pressure.
To this effect, a pressure transmitter is fitted in the dischargeside piping.

The package unit is packaged on pallets or in wooden crates
and wrapped in plastic foil for shipping and interim storage.
All connecting points are capped. It is imperative that the
shipping / handling instructions shown on the package be
followed.

Depending on the number and power of the pumps, the
completely wired control cabinet is either supplied mounted
on the baseplate or as a free-standing cabinet.
Only supplementary and special equipment is supplied fitted
on the unit.

The unit must be protected against frost.

Accessories such as expansion joints, tanks, accumulators,
pressure reducers etc. are supplied with the unit but are not
mounted.

If upon unpackaging the unit you should discover that the
package has been damaged by dropping or some other form
of mechanical impact, please carefully inspect the unit itself
for possible damage and inform the freight forwarder / KSB’s
customer service, even if you have not been able to detect
any such damage.

The unit is driven by surface-cooled three-phase squirrel-cage
motors, 50 Hz, air-cooled, 2-pole, KSB standard motor with
main dimensions to IEC. Other motor makes after consultation
with KSB.

Once the unit has been removed from the package, it must be
stored in accordance with the location and installation
instructions (see Installation and location).

4

Description

4.1

General description

up to 2.2 kW 220-240 V/380-420 V,
from 3 kW 380-420 V/660-725 V
enclosure IP 55, thermal class F, up to 4 kW design V18,
from 5.5 kW design V1

4.2.2 Function
moviBOOST VP units are started as a function of pressure
and stopped as a function of demand.

The fully electronic pressure boosting package units are
supplied ready for connection.

Automatic mode

The equipment circuitry allows both direct and indirect
connection to the water supply system.

The pressure boosting unit consisting of 2 to 6 pumps starts
up the first pump as soon as the actual system pressure is
approx. 0.3 bar lower than the pre-set system pressure.

The equipment must be operated and maintained as to
ensure uninterrupted reliability of water supply, without
causing disturbances in the public water supply or other
consumer supply systems.

The pump is speed-controlled via frequency inverter as a
function of service demand. If the first pump cannot meet the
demand, this is recognised by the control system, and the
next pump available is started. While the first pump is operated

Any applicable Water utility or fire protection regulations
must be complied with.
2
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If the dry running protection terminal is deactivated by
means of a bridge, the operator shall assume responsibility
for any dry running that might occur.

on the frequency inverter at full speed, the system pressure is
kept constant by the second, frequency inverter controlled
pump. The other pumps are sequenced in as required by the
actual service demand. The first pumps will then run at full
speed and the system pressure is kept constant by the last
frequency inverter operated pump.

4.4

Each pump can be started up in manual mode for 10 seconds
via the control unit (parameter 1-2-1). Afterwards, the pump
must be set back to automatic mode via the same parameter.
If fitted with manual-0-automatic switches (supplementary
equipment), the pumps can also be started up in manual mode
by means of the manual-0-automatic switches. Manual mode
is reserved exclusively for emergencies. In manual mode, the
pumps are operated at full rotational speed via the frequency
inverter, independently of the control unit.

If the unit has been correctly selected, it must be capable of
covering the demand without using the stand-by pump.
As demand decreases, the pumps are automatically
sequenced out by the control unit. During this process,
pressure differences are equalized by the pump that was
started up last, i.e. when this pump reaches the stop speed,
the pump that was started up first is stopped.
If demand decreases further, the pump that was started up
second is stopped. This routine is repeated until only one
pump is running. When demand has dropped to zero, the last
pump, too, is stopped by the control unit.

4.3

Manual mode

When a pump has been switched from automatic to “0” or
“manual” mode, the control unit signals a malfunction of the
associated frequency inverter. Once the pump has been reset to automatic operation, this warning must be
acknowledged via parameter 2-1-1.

Dry running protection (supplementary
equipment)

For manual operation no pressure control and no lack-ofwater monitoring will be effected.

A pressure transmitter or manometric switch may be fitted in
the suction-side header.

Furthermore, in manual mode a minimum flow rate is required
for each pump in order to ensure sufficient cooling of the
pumps.

Pressure transmitter :

Example :
An open tap means a water consumption of approx. 800 to
1200 l/h.
Set with parameters 3-4-1-1 and 3-4-1-2

Minimum flow rate per pump :
Movitec V 2
Movitec V 4
Movitec V 10
Movitec VF 18
Movitec VF 32
Movitec VF 45
Movitec VF 65

Manometric switch :

The inlet pressure is set by means of
a manometric switch.

4.5

300
600
1200
2400
4000
4600
6100

l/h
l/h
l/h
l/h
l/h
l/h
l/h

Control cabinet

The control cabinet is completely wired and connected to the
package unit. It is equipped with :
If the pressure drops below the set inlet pressure, the unit
stops after 7 seconds due to lack of water. The unit is
automatically started up again as soon as the lack-of-water
condition has been remedied or sufficient inlet pressure is
available again.

- a Booster Control Advanced control unit with multi-line
display, function and navigation keys and 3 LEDs signalling
the operating status
- 1 motor protection switch per pump
- 1 circuit breaker for mains and transformer

For indirect connection to an inlet tank and an inlet pressure
below 0.5 bar, the inlet must be monitored by level monitoring
(for example with a dry running protection set, see
Accessories).

- 1 master switch (accessible from the outside)
- 1 printed circuit board
- 1 mains and control transformer

If other dry running protection devices are
retrofitted (see Accessories), the instructions
in the circuit diagram must be observed.

- 1 contactor/pump

Inadequate connection may damage the unit.

- 1 connection for lack-of-water monitoring

- 2 volt-free changeover contacts for warning and alert
(capacity 230 V~, 2 A)

On pressure boosting units ordered without dry
running protection the terminal intended for the
dry running device is open.
If no dry running protection device is connected when
commissioning takes place, the unit will be stopped after 7
seconds.
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4.6

Flow diagram
Movitec 2 / 4 / 10 / 18 / 32 / 45 / 65 / 90

Fig. 4

Flow diagram for direct connection

1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
Fig. 5

Flow diagram for indirect connection
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Power supply cable
Shut-off element
Isolating valve
Water meter
Check valve
Distribution line, inlet pressure side
Pressure reducer, inlet pressure side
Inlet line
Shut-off elements
Pressure transmitter
Pressure reading indicator
Control system
Pump with drain and vent valve
Non return valve (NRV)
Discharge pipe
Accumulator, discharge pressure side
Pressure reducer, discharge pressure side
Distribution line, downstream of moviBOOST
Consumer line, downstream of moviBOOST
By-pass line (for direct connection only)
Consumer line, upstream of moviBOOST
Distribution line, upstream of moviBOOST
Inlet tank with float valve and level monitor
Expansion joint
Drain valve

moviBOOST VP
5

Installation at site

5.6

5.1

Readiness for operation

A length of approximately 600 mm must be provided on the
inlet pressure side to accommodate a pressure reducer, if
necessary.

The owner or the owner’s representative must report the unit’s
readiness for operation to the responsible authorities (normally
either the water company or the Trade Inspection Office). Prior
to commissioning, the installation contractor must demonstrate
conclusively that the installation requirements have been
complied with.

A pressure reducer must be installed if the inlet
pressure fluctuation is so high that the PBU must be
stopped or if the total system pressure (inlet pressure
plus shut-off head) exceeds the design pressure.
The maximum pump discharge pressure at zero flow point is
reached in manual mode.

The power supply line must be installed / connected by a duly
authorised company.

5.2

Installing a pressure reducer

For the pressure reducer to function properly, there must be a
minimum pressure gradient of 5 m. The pressure downstream
of the pressure reducer (downstream pressure) is the basic
parameter for defining the pump head.

Installation and location

The moviBOOST must be located either in the technical
equipment room or in a well-ventilated, frost-free, lockable
room used for no other purpose. No harmful gases are allowed
to enter the place of installation. An adequately sized drain
connection (leading to a sewer or equivalent) must be provided.

Example :
The inlet pressure fluctuates between 4 and 8 bar. A pressure
reducer is needed upstream of the unit on the inlet pressure
side.

The unit is designed for a maximum ambient temperature of
00C to +400C at a relative humidity of 50%.
moviBOOST units should not be installed next to sleeping or
living quarters.

Min. inlet pressure (Hvor) = 4 bar
Minimum pressure gradient = 0.5 bar
Downstream pressure = 3.5 bar

Thanks to the anti-vibration mounts, the moviBOOST VP unit
is adequately insulated to prevent transmission of solid-borne
noise.

5.7

5.3

Location and installation of unpressurised
inlet tanks

5.7.1 Location

Piping

Inlet tanks may be installed in the same location as the
pressure boosting unit. Installation and location are governed
by the rules applicable to the pressure boosting unit (see 5.2).

All piping must be installed without transmitting any stresses
or strains. The use of length-limited expansion joints is
advisable (see Accessories).

5.7.2 Installation

The formation of air pockets must be avoided. For suction lift
operation, the suction side piping must be laid with a
continuously rising slope.

The closed PE inlet tank (under atmospheric pressure)
available as an accessory must be installed as described in
the installation instructions supplied with the tank.
Mechanical and electrical installation of the tank must be
completed prior to commissioning of the unit.

Clean the tank before filling it.

5.8
5.4

All other valves and fittings in the service pipes, e.g. gate
valves, water meters and non-return valves must be sized in
accordance with the data provided by the responsible water
company.

Foundation

The package unit is designed for installation on a level
concrete floor. Its anti-vibration pads provide adequate
insulation against solid-borne noise.

5.5

Valves and fittings

5.9

Location

Noise characteristics

Prior to installing the unit, remove the packaging.

moviBOOST VP units are available with different pump models
in variable numbers.

Connect the unit’s inlet and discharge pressure lines with the
corresponding distribution lines.

Therefore, the total sound pressure level in dB(A) needs to be
calculated.

In order to avoid transmission of piping forces onto the system
and transmission of solid-borne noise, we recommend
installing length-limited expansion joints.

For the noise level of the individual pumps refer to the pumps
Operating Instructions.

The unit must be accessible to allow maintenance and repair
work.

5
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Calculation :
Single pump
2 pumps, total
3 pumps, total
4 pumps, total
5 pumps, total
6 pumps, total

6.6
=

.....
+3
+4.5
+6
+7
+7.5

dB(A)
dB(A)
dB(A)
dB(A)
dB(A)
dB(A)

48
+6

dB(A)
dB(A)

54

dB(A)

Example Single pump
4 pumps, total
=

- Maximum relative humidity 50% at 400C
- Condensation must be effectively precluded.

6.7

6.8

6.1

Electric wiring

6.9

Checking the voltage

Compare the mains voltage with the name plate data and the
control unit’s circuit diagram.

6.10 Logic / circuit diagrams

All work marked with the symbol
must be performed
by a qualified electrician or a duly trained, experienced
person.

6.2

Pollution exposure

The room air may contain dry dust comparable to that normally
encountered in work environments with no extraordinary
machinery - induced dust accumulation. Exposure to unusually
high dust levels, acids, corrosive gases, salts, etc. must be
avoided.

For noise characteristics of the pumps refer to the pumps’
Operating Instructions.

Connection to power supply

Installation altitude

Max. 1000m above sea level. For any higher altitude, the power
must be reduced accordingly. Please contact your nearest
KSB customer service centre.

The max. sound pressure level of 54 dB(A) for this
configuration may develop when all four pumps are running
under full load conditions.

6.

Humidity requirements

For each unit are included in the control cabinet, where they
must remain when not in use. This documentation includes a
parts list for electric components.

Power supply cable

When ordering spare parts for electric components, please
always indicate the circuit diagram No.

A 3+PE wire power supply cable is required for the control
cabinet.

6.11

All connections shall be effected in accordance with the
technical specifications issued by the local energy supply
company.

Over load relay

For d.o.l. starting the adjusting screw on the motor protection
switch must be set to the rated motor current.

The cross-section of the power supply cable must be sized for
the total rated power requirement.

For the setting range, refer to electrical performance data.
Compare these data with the motor rating plate. If there are
any discrepancies, the data stated on the rating plate must be
observed.

6.3

6.12 Potential equalization

6.2.1 Sizing the power supply cable

Protective measures

- Neutralization (4-wire system) PE and N connected
- Earthing (5-wire system) PE and N separate
- Earth leakage circuit breaker

6.4

A terminal is provided on the baseplate for connecting a PE
wire.

EMC recommendations

Special measures are required to prevent electromagnetic
interferences when installation a moviBOOST VP pressure
boosting unit in the first environment.
Use in first environment (residential area / building)
-- regarding emissions
Electronic and microprocessor-controlled devices must be
installed at a distance of at least 30 metres from the pressure
boosting unit.

7

Commissioning / start-up

7.1

Preparations for commissioning / start-up

Use in second environment (industry)
-- regarding immunity
Electronic and mircoprocessor-controlled devices must be
installed at a distance of at least 10 metres from the pressure
boosting unit.

Safety Instructions

6.5

7.2

The water company and the fire department must be informed
in due time prior to commissioning / test run. All health and
safety regulations relevant to commissioning shall be observed.

Temperature requirements

Test run

Commissioning should be carried out by specialist KSB staff.
Commissioning of the pressure boosting unit - including test
run - shall only be executed in full compliance with all
pertinent.

- Operation 00C to 400C
For temperature exceeding 40 0 C the power must be
reduced by 1.5% per additional degree. A maximum cooling
air temperature of 450C must not be exceeded.
- Storage up to 550C
6
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The unit must not be put in operation without
having been filled with water first; this also
applies to test runs, even for checking the direction of
rotation.

7.3

Checking the direction of rotation

For test operation each pump must be started up individually
to check the direction of rotation. If a pump is found to be
running in the wrong direction, switch two phases on the motor
terminal board.

Unions between the pump and the pipeline must always be
retightened. Flanged connections must also be checked
for tight fit.

7.4

Functional description / Automatic mode

After start-up, pressure boosting units in standard design will
run in automatic mode. For units with manual-0-automatic
switch, set all pumps to automatic mode.

Set the master switch to ‘‘0’’; unlock all motor protection
switches (if applicable). Provide connection to power supply.
Ensure that the motor’s cooling-air inlet and outlet openings
remain unobstructed.

Each pressure boosting unit has been factory-checked and
set to the required operating data.

Open / loosen the vent plugs on the pumps (for vent plugs
refer to the annexed pump operating instructions).

The factory settings may only be altered by
duly qualified staff.

Slowly open the inlet-side shut-off element and prime the unit
until the fluid escapes through all vent holes. Close and slightly
tighten the pump vent plugs.

The PBU comprises 2 to 6 pump units (including stand-by
pump). Cascade operation ensures that the pumps are
operated in accordance with the momentary water
consumption, i.e. the individual pumps run only in line with
the actual demand.

Switch on the master switch and start up one pump after the
other via the corresponding motor protection switch, making
sure that the motor runs in the correct direction of rotation as
indicated by the arrow on the motor.

The stand-by pump ensures uninterrupted operation of the
unit, if one pump does not function properly or breaks down.

Prior to starting up individual pumps, open the discharge-side
shut-off element.

In the case of a pump failure, the next free pump is started up
at once and the fault is reported.

When the pumps are running, loosen the vent plugs again to
let any remaining air escape. Then retighten the vent plugs
carefully.

The start and stop signals for the pumps are transmitted by the
discharge-side pressure transmitter to the PBU’s control
element, analysed and transmitted as an output signal via the
contractors to the individual pumps.

Check the pump for smooth running and close the dischargeside shut-off element for a short period in order to verify whether
the pump reaches the shut-off head.

7.5

Starting the unit

Having checked each pump as described above, all motor
protection switches may be actuated and the unit set to
automatic mode.

Switch on the master switch to supply the unit with power. The
green LED on the control panel indicates the unit’s readiness
for operation.

On units with manual-0-automatic switch (supplementary
equipment) set all pumps to automatic mode.

7.5.1 Function of the control panel

Minor leakage of the mechanical seals during start-up is
normal and will cease after a short period of operation.

The control panel comprises a back-lit display, function and
navigation keys, LEDs and an access point for the service
interface.

If the master switch was turned off at any time
during the above procedure, the unit will not
begin operation until after the pre-set delay period.

The display shows important information for operating
moviBOOST. Data can be displayed in plain text and
parameters can be set.

7
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Display settings
(plain text)

LED :
“traffic light” function
Function keys
Diagnosis

Settings

Operation

Information

Navigation keys

Up
Help key
Escape key
OK key

Down

Service interface

Control panel Booster Control Advanced

7.5.1.1 LEDs

7.5.1.3 Navigation keys

The “traffic light” signals provide information about the pump
system’s operating status.

The navigation keys are used for navigating in the menu and
for confirming settings.

LED :
Red : alarm (system stopped)
Amber : warning (unit still operating)
Green : signals trouble-free operation or readiness for
operation

Up or Down
• Move up / down through the menu options
or
• increase / decrease a value when you are
entering numerals

7.5.1.2 Function keys

Escape key
• Delete / reset entry (the entry is not saved)
• Return to the previous menu level

You can use the function keys to access the elements at the
first menu level directly : Operation, Diagnosis, Settings and
Information.

OK key
• Confirm a setting
• Confirm a menu selection
• Move to the next digit when you are entering
numbers.

Operation

Help key
• Displays a help text for each selected menu
option

Diagnosis

7.5.1.4 Display

Settings

The six-line display contains the following information :
Parameter No.

Information

Level

Selected parameter
Selection list for this parameter

Date

8

v

Time

moviBOOST VP
Display

Description

Parameter No.

Displays the selected parameter
No.

Level

Displays the access level :
Standard (no display)
Customer (display “C”)
Service (display “S”)
Manufacturer (display “F”)

Selected parameter

Plain text of selected parameter

Selection list for this
parameter

List of available sub-parameters
in plain text

Date

TT-MM

Time

HH:MM

Example : Changing the set point at “Customer” level :
3-5

C

Pressure config.
v

Setpoint
Hysteresis
Bandwidth
22-02

12:49

The number of the current menu or parameter is displayed in
the top left of the screen. This four-digit number indicates the
path through the menu levels and thus allows you to quickly
locate parameters (see section 7.5.2.2 Displaying and
changing parameters).

7.5.1.5 Service interface
The service interface allows a PC / Notebook to be connected
via a special cable (USB - RS232).
The unit can be parameterized by using the Service-Tool
Software.
The control unit can also be updated via this interface.

9

moviBOOST VP
7.5.2 Menu structure
Main menu : KSB logo / actual value display
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Second digit of parameter number : 3-5-1

7.5.2.1 Access levels
Various access levels have been defined to prevent accidental
or unauthorised access to moviBOOST parameters.

Change the display 3-1 on the screen (top left) to
3-5 by pressing the navigation keys.

Access levels :

The confirm the selection, press OK.
3-5-1 appears on the top left of the screen.
You have reached the required parameter.

Standard
Unless users log on to one of these access levels, they will
only have limited access to parameters.

To change this parameter, press OK again.

Customer
Access level for expert users. This level enables access to all
the parameters required for commissioning.

Number can then be entered digit by digit from left to right.
Increase value

You have to enter a password under 3-2-1-1 Login. You can
change your password under 3-2-6-4 customer password after
you have entered 7353 (factory password). If you deactivate
password protection via parameter 3-2-6-5, this access level
becomes the standard access level. This is the case with
factory settings.

Reduce value
The bar above the entry displays the value currently being
entered in relation to the value range.
To confirm the selected value, press OK. The cursor
moves to the next position (second position from
the left).

Service
Access level for service technicians.
Your have to enter a password under 3-2-6-2 Login.

Make the settings as described above for the subsequent
positions and then

Factory
Access level for the manufacturer only.

save the new parameter value by pressing OK.

Note : If no keys are pressed for ten minutes, the system
automatically returns to the standard access level.

Press ESC repeatedly to return to the main display.
The new setpoint is now active.

7.5.2.2 Displaying and changing parameters
The parameter numbers contain the navigation path, which
helps you find a particular parameter quickly and easily. The
first digit of the parameter number indicates the first menu
level, which can be called up directly via the four function
keys.

1-Operation

2-Diagnosis

3-Settings

7.6

Monitoring

All monitoring and protective functions trigger warnings or
alerts. These are signalled by the amber or red LEDs and
connected to the relay outputs.
All active messages can be displayed in the
Diagnosis menu under 2-1-1 and acknowledged
individually if the cause of the fault is gone or has
been remedied.

4-Information

The history of messages can be accessed in the
menu Diagnosis under 2-1-2. This indicates the
start and end of a fault.

Subsequent steps are carried out via the navigation keys.
Example : Parameter 3-5-1 Setpoint

You can acknowledge the list of fault messages in
the menu Diagnosis under 2-1-3 and clear the
history in the menu Diagnosis under 2-1-4. For this
step, you will have to login at the “Service” level.

First, enter the customer password as described under 7.5.2.1
Access levels - customer. Then change the setpoint as
follows :

When the unit is reset (by switching it on and off
with the master switch), all alerts are reset too.

First digit of parameter number : 3-5-1
Press the third function key for Settings.
3-1 appears on the top left of the screen.

Resetting alerts may cause the unit to restart automatically.
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7.7

Parameter list
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7.8

Warnings and alerts - overview

Alert

Description

Warning

Description

Sens. fail discharge

Failure pressure transmitter
discharge side (value under 4
mA). Replace PT and reset
system.

Pump 4 out of service

Pump 4 set to manual OFF via
parameter 1-2-1. Deactivate by
selecting automatic mode.

Pump 5 out of service

System pressure too
low

System pressure too long under
minimum value (3-5-13).

Pump 5 set to manual OFF via
parameter 1-2-1. Deactivate by
selecting automatic mode.

System pressure too
high

System pressure too long above
maximum value (3-5-11).

Pump 6 out of service

No water available

Insufficient water or pressure at
suction side.

Pump 6 set to manual OFF via
parameter 1-2-1. Deactivate by
selecting automatic mode.

High water level

Water level in receiver tank too
high.

Critical water level

Water level in receiver tank
critical (almost empty).

Water level too low

Water level in receiver tank too
low (system shut down for dry
running protection).

Spurious data

Receiving unfamiliar data from
variable frequency drive.

Serial framing

Communication to variable
frequency drive is “framing”

Serial parity

Communication with variable
frequency drive is “parity”

Serial timeout

Communication to variable
frequency drive is “timeout”

Unrequested message

Receiving unrequested message
from variable frequency drive

Buffer overrun

Receiving “log buffer overrun”
message from variable frequency
drive

Failure FC1

General failure variable frequency
drive 1

Thermal failure

Thermal failure urgent

Thermal supply valve

Thermal failure supply (current
too high).

Level sensor fail

Failure level sensor in receiver
tank (value under 4 mA). Replace
l.s. and reset system.

Fire alarm

Alert when “external ON”
contactor opens

Warning

Description

Maintenance required

Customer service required

Thermal fail Pump 1

Thermal failure pump 1
(temperature too high).

Failure FC2

General failure variable frequency
drive 2

Thermal fail Pump 2

Thermal failure pump 2
(temperature too high).

Failure FC3

General failure variable frequency
drive 3

Thermal fail Pump 3

Thermal failure pump 3
(temperature too high).

Failure FC4

General failure variable frequency
drive 4

Thermal fail Pump 4

Thermal failure pump 4
(temperature too high).

Failure FC5

General failure variable frequency
drive 5

Thermal fail Pump 5

Thermal failure pump 5
(temperature too high).

Failure FC6

General failure variable frequency
drive 6

Thermal fail Pump 6

Thermal failure pump 6
(temperature too high).

24 V out of range

Internal 24 V supply out of range

Analog 5V out of ran

Internal 5 V supply out of range

Pump 1 out of service

Pump 1 set to manual OFF via
parameter 1-2-1. Deactivate by
selecting automatic mode.

3 V out of range

Internal 3 V supply out of range

External OFF

Warning when opening the
“external OFF” contactor

Pump 2 out of service

Pump 2 set to manual OFF via
parameter 1-2-1. Deactivate by
selecting automatic mode.

Pump 3 out of service

Pump 3 set to manual OFF via
parameter 1-2-1. Deactivate by
selecting automatic mode.
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7.9

Adjusting the settings

9

7.9.1 Setting the set pressure

Returning to service

Return the unit to service as described under Commissioning/
start-up.

The unit’s default setting equals the set pressure indicated on
the rating plate.

10

If the setpoint needs to be adjusted to the site conditions,
parameter 3-5-1 has to be changed.

Maintenance

10.1 Operation monitoring

First, enter the customer password as described under 7.5.2.1
Access levels - customer. Then change the setpoint as
described under 7.5.2.2.

All technical systems require a certain degree of monitoring.
The same applies to our package units for which the following
checks and inspections are prescribed :

7.9.2 Further settings

- Check the unit’s readiness for operation.

If any further settings have to be adjusted to the site conditions,
change their parameters as described in section 7.5.2.2. Refer
to section 7.5.2 for the menu structure.

- Check the operation check run, if activated.
- With the aid of the pressure gauge, compare the start and
stop pressures of the pumps against the data on the name
plate.

7.10 Remote-OFF connection
The remote-OFF connection is a NC contact. When this contact
opens, alle pumps which are in operation will be sequenced
out after the set delay.

- The pump’s mechanical seal allows little or no visible
leakage. It is maintenance-free.

When this contact is closed, the pumps will start up again in
line with the demand.

- Verify whether the accumulator pre-charge pressure
corresponds to the data in the pre-charge pressure table
(see section 14). Close the shut-off elements under the
accumulator for this purpose and drain the accumulator
via the drain valve. Remove the protective cap of the
accumulator valve and check the pressure with the aid of a
tyre pressure gauge. Add nitrogen as necessary.

7.11

- The motor requires practically no maintenance.

Fire alarm connection

The fire alarm connection is a NC contact. When this contact
opens, all pumps are started up one after the other after the
set cut-in delay and an alarm signal (red LED) is shown. The
dry running protection and remote-OFF functions are ignored.
When this contact is closed, the pumps will stop again in line
with the demand. The alert is cleared.

Do not add any other gases.

7.12 Shutdown

11

As long as the unit is out of operation, water is supplied directly
through the unit at inlet pressure.
- Set master switch to “0”.
- For prolonged shutdown, drain the unit.

8

Work on the control cabinet
Each pump can be switched off via the motor protection
switch.
The motor protection switches can be locked with a
padlock as a standard.

Dismantling / reassembling the
pumps

The pumps can be stopped by using the manual-0automatic switch (supplementary equipment).
However, this will not disconnect the system from
the power supply, i.e. all electric devices are still live,
even if the pumps are not in automatic operation mode.

The pumps can be individually dismantled to facilitate
maintenance.
Dismantling sequence :

Prior to working on the control cabinet or opening the
motor terminal box, set the master switch to “0” and
unscrew the back-up fuse.

1. Disconnect the pump from the power supply.
De-energize the pump via the motor protection switch.

Do not tamper with the control unit, which should only be
serviced by KSB’s customer service.

2. Close the suction and discharge side valves.

Prior to opening any electric equipment such as control
cabinet and motor terminal box, de-energize the unit.

Reassembly :
1. Insert pump (original spare part only), always use new
gaskets for unions and tighten. Check tightness of screwed
connection !

Even when the mains lamp goes out, check whether all
phases are actually dead prior to performing any work on
the control cabinet.

2. Fasten the pump foot to the baseplate using hexagon head
bolts.

Control cabinet maintenance
It is recommended to have the control cabinet serviced once a
year. For this purpose you can take out a maintenance contract
with one of KSB’s Service Partners.

3. Connect to power supply, switch on motor protection switch.
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Inspection

KSB offers inspection services to relieve you as far as possible
of the routine necessity of inspecting your moviBOOST
package unit(s). Take advantage of this additional after-sales
service by taking out a maintenance contract with KSB. Get in
touch with your Service Partner for details.

13

Check list

In the event that you decide to conduct your own inspections,
proceed according to the following check list at least once a
year :
1.

Check the pumps and drives for quiet running and the
mechanical seal for integrity.

2.

Check the flexible transmission element for wear.

3.

Check the function and seal condition of the shut-off, drain
and non-return valves.

4.

Clean the strainer in the pressure reducer (if applicable).

5.

Check the expansion joints for wear (if applicable).

6.

Verify the pre-charge pressure level and check the
accumulator for integrity, if required (see section 14 preset pressure table).

7.

Check automatic switching.

8.

Check the ON and OFF points of the unit.

9.

Check if the functional check run is working.

10. Check the function of the overall system and compare the
actual data with the name plate data.
11. Check the water inlet, inlet pressure, lack-of-water
monitoring, flow monitoring and pressure reducer.
12. Check the inlet tank and float valve, if applicable. Check
the overflow for integrity and cleanliness.

14

Pre-charge pressure

The pre-charge pressure in the accumulator should be set to
a value which is 10% lower than the set start-up pressure.
The setting can be effected via a valve located under the cover
at the top of the accumulator.
Pre-charge pressure table
Pre-charge pressure of accumulator
p = 0.9 x pE; pE = unit start-up pressure
Recommendation
Fill the accumulator with nitrogen only (risk of corrosion).
The stated values are average values. Tests on accumulators
have shown that
pressures >3 bar for factor 0.9 and
pressures <3 bar for factor 0.8
result in the best storage volumes.
Example :
pE = 5 bar

pre-charge pressure 5 x 0.9 = 4.5 bar

pE = 2 bar

pre-charge pressure 2 x 0.8 = 1.6 bar
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15

Electrical performance data
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16

Shutoff head
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C

D

E

F

G

H

I

J

K

L

Code

System pressure too low.

System pressure too high.

Leakage at mechanical seal.

Pump(s) running hot.

Motor protection switch(es) triggered.
Lack-of-water LED lit.

Pump(s) do(es) not stop.

Switching frequency too high (more than 30 start-ups per pump and hour).

Motor(s) running hot.

Cause

Remedy

Code

Insufficient delivery.

B

Pumps running but not delivering water.

A

Unit does not start up.

Trouble-shooting

Pumps fail to start in automatic mode or cut out shortly after start-up.
Lack of water is indicated.
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l

l

l

l

l

l

l

l

l

l

l

l

l

l

l

l
l

l

Pumps / pipes are not properly vented / primed

Vent / prime.

1

l

Shut-off elements (partially) closed.

Check, open as necessary

2

l

l

Strainer clogged (inlet-side pressure
reducer).

Clean.

3

l

l

Inlet-side pressure reducer set incorrectly.

Check, adjust as necessary.

4

l

l

Defective check valve in by-pass line

Fit new check valve

5

Inlet-side shut-off valve closed.

Check, open as necessary.

6

Discharge-side shut-off valve closed or
defective.

Check, open as necessary.

7

Inlet pressure lower than stated in the
purchase order.

Contact KSB

8

Inlet pressure higher than stated in the
purchase order.

Contact KSB

9

l

l

l
l

l

l
l

l

l

l

l

l

l

l

l

l

l

Start-up pressure set too high.

Check setting.

10

l

Pressure transmitter set incorrectly or
defective.

Check setting.

11

l
l

l

l

l

l

l

l

l

Pre-charge pressure of the accu. too low.

Restore nitrogen cushion.

12

l

l

l

Defective accumulator.

Check integrity / replace.

13

Defective mechanical seal

Replace by new one.

14

Suction-side pressure transmitter / manometric switch set incorrectly or defective.

Check setting.

15

System’s check valve is defective.

Check, replace sealing element as
necessary.

16

l

Water extraction higher than stated in the
purchase order.

Contact KSB

17

l

Motor protection switch tripped or set
incorrectly, or pump is blocked

Compare setting with the motor’s rating
plate data.

18

Set delay period too short.

Check setting.

19

Mains supply interrupted.

Check cable and remedy defect /
check fuse.

20

l
l

l

l

l

l

l

l

l

l

l

l

l

l

l

l

l
l

Control current fuse tripped (control cabinet) Determine cause and reset.
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l

Main fuse on distribution board (ownersupplied) loose or blown; fuses possibly
too small or too fast.

Check fuses and replace as necessary.
Measure motor current.

22

l

Intermittent voltage fluctuations.

Press reset and fault acknowledgment
key.

23

Phase failure.

Check individual phases / fuse.

24

Inlet tank empty or float switch defective /
disconnected.

Check and remedy defect.

25

l
l

l
l

Check list for Commissioning / start-up
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Acceptance report
The KSB pressure boosting unit specified below was today commissioned by the undersigned, authorised KSB customer
service engineer who created this report.

1

Pressure Boosting Unit
Type series

2

moviBOOST ____________________

Size

______________________________

Works number

______________________________

Order No.

______________________________

Purchaser / Place of Installation
Purchaser

3

Place of Installation

Name

_________________________________

________________________________________________

Address

_________________________________

________________________________________________

_________________________________

________________________________________________

Operating Data For further details please refer to the circuit diagram.
Start pressure

pE

bar

______________

Stop pressure

pA

bar

______________

Inlet pressure

p vor

bar

______________

pvor

bar

______________

Inlet pressure monitoring pvor-x = _____________________
(Value set at inlet pressure switch)

Pre-charge pressure of
accumulator

4

Special information
The system operator must notify the responsible water company of commissioning.
If, in addition, the system is operated with pressure vessels of groups III/IV to the Pressure Vessel Directive, commissioning
shall comply with local regulations.
The system operator / operator’s representative herewith confirms to have received instructions on how to operate and
service the system. The relevant circuit diagrams and operating instructions have been handed over.
Defects found during commissioning

Date of remedy

Defect 1

Name of KSB representative

Name of purchaser
or representative

___________________________________________
Place

________________________________________________
Date

___________________________________________

________________________________________________
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Check list for commissioning / start-up
1.

Read the operating instructions

2.

Check the power supply data and compare them with data on the name plate.

3.

Check the earthing system (by measuring).

4.

Check the mechanical connection to the water supply system.
Retighten the flanges and the unions.

5.

Fill and vent the system from the inlet side.

6.

Check the inlet pressure.

7.

Retighten the terminal connections in the switch gear and check whether all cables are still
firmly connected to the terminals.

8.

Compare the setting of the motor protection switches with the name plate data;
re-adjust as necessary.

9.

Set the pump to 0 via the manual-0-automatic selector switch. Briefly start up each pump
manually and compare the fan impeller’s direction of rotation with the arrow indicating the
direction of rotation.

10.

Check the direction of rotation in automatic mode.

11.

Check the start and stop pressure; readjust, if required.

12.

Test the proper function of the lack-of-water and dry running protection equipment. If not
fitted, make a relevant note in the commissioning report.

13.

Vent the pumps for a second time after they have been running for 5 to 10 minutes.

14.

Set all switches to “automatic”.

15.

Check the pre-charge pressure.

16.

Include any non-conformances with our catalogue or order date in the commissioning
report (e.g. no dry running protection, or inlet pressure + system pressure exceeding 16 bar).

17.

Complete the commissioning report together with the operator / user and instruct the
operator / user as to the function of the unit.
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Annexure I - Environment Protection - Pruduct Disposal after useful life
Products manufactured by KSB Pumps are designed with utmost care for environmental protection. Innovative designs and
wide product range takes care of specific customer requirements reducing material and electrical energy consumption.
Product materials are recyclable. Our customers are educated with environment friendly methods of disposing product ingredients
at the end of their useful life. Please find herewith methods of disposing used pump ingredients.
Environment Protection measures during product disposal

Sr.

Product

Ingredients

Disposal Methods

1.

Pumps

Paint : Pump body, Base frame

Sludge to be disposed through authorised re processor

Non ferrous parts :
a) Impellers, Diffusers
b) Bushes
c) Stage sleeves
d) Thrust plate
e) Wearing ring
f) Coupling Guard
g) Brg. Guard

2.

Motor

To be disposed through authorized re-processor

Rubber / Plastic Parts :
a) Cover for NRV
b) Plastic cap
c) Nozzle blanking
d) Cooling Fan

To be disposed through authorized re-processor

Paint : Motor body, Rotor

Sludge to be disposed through authorised re-processor

Non ferrous parts :
a) Support bushes
b) Copper sticks and stampings
c) Balancing rings
d) Winding wire with varnish

To be disposed through authorized re-processor

Rubber / Plastic Parts :
a) Oil seal
b) Sand guard
c) Notch keys, slot insulators
d) Overhang protection pipe

To be disposed through authorized re-processor
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NOTES

